
Notes:

Entry Information

SITE INFORMATION:

Cable Requirements: 

INSTALLATION APPROVAL

OPEN FIBRE  FIBRE OPTIC INFRASTRUCTURE As-Built -  Eerste Rivier Mall

Area:

Site Address: 

Building Name:

Suburb: 

Centre Manager 
Contact:

Latitude: Longitude: 

Number of Floors:
Number of 
Connections:

Entry Duct

Name:

Date:

Signature

        Name:

Date:

Signature

Hereby I confirm that this Installation Plan is approved for installation and that the installation can continue accordingly with the 
installation dates indicated prior to installation start date.

        

        

        

        

        

 2 Way 12/10 Duct installed.

 4 Way 12/10 Duct installed.

 24F Fibre Cable to be installed inside 2 & 4 Way 12/10 

Duct.

 4 x Core Box installed as per planning

 4 x Access Box installed as per planning

 New Open Fibre 49U Cabinet installed as per planning.

 50mm PVC Pipe installed as per route planning.

 12 Way 8/5 duct installed for drop routes over tenants 

ceilings.
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Project information

Project Manager

Contractor

Tiaan du Toit

Phone Number: 061 923 0612

Tiaan du Toit Phone Number 061 923 0612Surveyed by:

Page
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Clairwood

Corner of Arlene & Plein Street

Eerste Rivier Mall

Cenprop 064 423 5566

-34.005244°  18.726492°

1

2 way
12/10 mm

4 way
12/10 mm

7 way
12/10 mm

2 way
12/10 mm

51

Feeder Duct:
4 way

12/10 mm
7 way

12/10 mm

Drop Duct:
7 way

8/5 mm
4 way

8/5 mm
2 way

8/5 mm
12 way

12/10 mm

MMR Power:
AC Plug 

point available
Power Plat Required

Feeder Fibre: 72F12F 96F 144F48F24F

Contractor Logo

Call out/Drop Team Leader:

Phone Number: 

Site Owner:

Eerste Rivier

Backhaul Provider:

BH Manhole 
Number:

Entry build 
distance:

BH Link Type: Lat:Liquid Telecoms
BH Manhole 
Coordinates:

Long:

OF MH Qty.
OF Entry Duct 
Config

Entry fibre spec./ Core 
count

RSS Fibre 

Tiaan du Toit

061 923 0612
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Installed Core Box

Installed Access Box

Installed 42U Cabinet 42U Installed 2 Way 12/10 Duct

Installed 4 Way 12/10 Duct

Installed 50mm PVC Pipe

Installed 12 Way 8/5 drop duct

24F Micro Cable

Installed 2 Way 12/10 Duct + 

24F Micro Cable

Installed 4 Way 12/10 Duct + 

24F Micro Cable

Installed Rhi-node 400 Hand 

Hole

Ducting Overview

Core Box #1 & 

Access #1

Core Box #3 & 

Access #3

Core Box #4 & 

Access #4

Core Box #2 & 

Access #2

82m

 Installed 50mm PVC Bosal for 51m.

 Existing cable tray for 31m.

Installed 2 way 12/10 duct for 82m.

140m

 Hauled duct in ceiling for 58m.

 Installed 50mm PVC Bosal for 81m.

Installed 2 way 12/10 duct inside new 50mm PVC Pipe & Ceilings for 140m.

42U Cabinet

42U

#4
#3

#1

#2

136m

 Installed 50mm PVC Bosal for 69m.

 Hauled duct in ceiling for 67m.

Installed 2 way 12/10 duct inside new 50mm PVC Pipe for 136m.

91m

 Installed 50mm PVC Bosal for 81m.

 Hauled duct on existing cable tray for 10m.

Installed 4 way 12/10 duct inside new 50mm PVC Pipe & Ceilings for 91m.

Rhi-node 400 

Hand Hole #1
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Installed Core Box

Installed Access Box

Installed 42U Cabinet 42U Installed 2 Way 12/10 Duct

Installed 4 Way 12/10 Duct

Installed 50mm PVC Pipe

Installed 12 Way 8/5 drop duct

24F Micro Cable

Installed 2 Way 12/10 Duct + 

24F Micro Cable

Installed 4 Way 12/10 Duct + 

24F Micro Cable

Installed Rhi-node 400 Hand 

Hole

Ducting and Fibre Overview

Core Box #1 & 

Access #1

Core Box #3 & 

Access #3

Core Box #4 & 

Access #4

Core Box #2 & 

Access #2

42U Cabinet

Feeder Cable 01 – 24F Cable Feeding Core Box #1 & #2 from 49U 

Cabinet - 140m

Feeder Cable 02 – 24F Cable Feeding Core Box #3 & #4 from 49U 

Cabinet - 173m

#4
#3

#1

#2

42U

Feeder Cable 03 – 24F Cable Feeding Core Box #5 from 49U 

Cabinet - 217m

Rhi-node 400 

Hand Hole #1
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Installed Core Box

Installed Access Box

Installed 42U Cabinet 42U Installed 2 Way 12/10 Duct

Installed 4 Way 12/10 Duct

Installed 50mm PVC Pipe

Installed 12 Way 8/5 drop duct

24F Micro Cable

Installed 2 Way 12/10 Duct + 

24F Micro Cable

Installed 4 Way 12/10 Duct + 

24F Micro Cable

Installed Rhi-node 400 Hand 

Hole

Shop Overview

Core Box #1 & 

Access #1

Core Box #3 & 

Access #3
Core Box #4 & 

Access #4

Core Box #2 & 

Access #2

42U Cabinet

#4
#3

#1

#2

Rhi-node 400 

Hand Hole #1

Sh 41 Sh 40 Sh 23B Sh38

Sh 23

Sh N3.7

Sh28B

Sh29/30

Sh31/32/33Sh34Sh35Sh36Sh37

Sh39

KFC

Sh N3.6

Sh N3.5

Sh N3.4

Sh N3.2

Sh N3.3

Sh 22

Sh 20

Sh 17/18/19/21

Sh M2/M3/M4

Sh M1Sh M23

Sh M22

Sh M24/M25Sh M18

Sh M13

Sh M17

Sh M16

Sh M9

Sh M10/M11

Sh M5/M6

Sh M7

Sh M8

Sh 13/14/15/16

Sh 2.2

Sh 2.1

Sh 8

Sh 7

Sh 6 Sh 4/5 Sh 3
Sh 2

Sh 1B

Sh 1A

Sh N3.8

111m
Install 1 x 12 Way 8/5 

Duct

77m
Install 1 x 12 Way 8/5 

Duct

81m
Install 1 x 12 Way 8/5 

Duct

65m
Install 1 x 12 Way 8/5 

Duct

Sh M21

Sh28A2

42U

Sh M14/M15
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Installed Core Box

Installed Access Box

Installed 42U Cabinet 42U Installed 2 Way 12/10 Duct

Installed 4 Way 12/10 Duct

Installed 50mm PVC Pipe

Installed 12 Way 8/5 drop duct

24F Micro Cable

Installed 2 Way 12/10 Duct + 

24F Micro Cable

Installed 4 Way 12/10 Duct + 

24F Micro Cable

Installed Rhi-node 400 Hand 

Hole

Splicing diagram: Feeder Cable 01

 Patch Lead to be installed in between Core and Access Box

12 Fibre leading into Core 

Box 1:16 Way splitter inside 

Access Box1:16 Way 
splitter 
Input

Fiber 1 Tube 2 of 
FC01 to 1:16 Way 

splitter input
F1

F2

F3

F4

F5

F6

F7

F8

F9

F10

F11

F12

Tube 2

Open Fibre 

Access Box

02

Output 2

Output 3

Output 4

Output 5

Output 6

Output 7

Output 8

Output 9

Output 10

Output 1

Output 11

Output 12

Output 13

Output 14

Output 15

Output16

1
:1

6
 W

a
y
 S

p
litte

r (0
2
)

Drop Cable 44_Fibre 1_Sh 8 Ackermans

Drop Cable 45_Fibre 1_Sh 7 FNB ATM

Drop Cable 46_Fibre 1_Sh 6 Cell World

Drop Cable 47_Fibre 1_Sh 4/5 Best Home & Electric

Drop Cable 48_Fibre 1_Sh 3 Head Quaerters

Drop Cable 49_Fibre 1_Sh 2 Supreme Finance

Drop Cable 50_Fibre 1_Sh 1B Tekkie Town

Drop Cable 51_Fibre 1_Sh 1A Shoprite Liquor Store

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

Open Fibre 

Core Box

02

 Patch Lead to be installed in between Core and Access Box

12 Fibre leading into Core 

Box 1:16 Way splitter inside 

Access Box1:16 Way 
splitter 
Input

Fiber 1 Tube 1 of 
FC01 to 1:16 Way 

splitter input
F1

F2

F3

F4

F5

F6

F7

F8

F9

F10

F11

F12

Tube 1

Open Fibre 

Access Box

01

Output 2

Output 3

Output 4

Output 5

Output 6

Output 7

Output 8

Output 9

Output 10

Output 1

Output 11

Output 12

Output 13

Output 14

Output 15

Output16

1
:1

6
 W

a
y
 S

p
litte

r (0
1

)

Drop Cable 01_Fibre 1_Sh 2.1 OK Furniture

Drop Cable 02_Fibre 1_Sh 2.2 Aura Water

Drop Cable 03_Fibre 1_Sh 13/14/15/16 Hungry Lion/Debonairs

Drop Cable 04_Fibre 1_Sh 17/18/19/21 Capitec Bank

Drop Cable 05_Fibre 1_Sh 20 Cell Cuis

Drop Cable 06_Fibre 1_Sh M5/M6 Going under clothing

Drop Cable 07_Fibre 1_Sh M7 In Style

Drop Cable 08_Fibre 1_Sh M8 Lotuson

Drop Cable 09_Fibre 1_Sh M9 Delta Blue Trading

Drop Cable 10_Fibre 1_Sh M10/M11 Cash Crusaders

Drop Cable 11_Fibre 1_Sh M14/M15 Fair Bridge Trading 60cc

Drop Cable 12_Fibre 1_Sh M16 King Pie

Drop Cable 13_Fibre 1_Sh M17 Ice Cream City

SPARE

SPARE

SPARE

Open Fibre 

Core Box

01

Feeder Cable 01 – 24F Feeding 

Core Box #1 & #2Open Fibre 

42U Cabinet
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Installed Core Box

Installed Access Box

Installed 42U Cabinet 42U Installed 2 Way 12/10 Duct

Installed 4 Way 12/10 Duct

Installed 50mm PVC Pipe

Installed 12 Way 8/5 drop duct

24F Micro Cable

Installed 2 Way 12/10 Duct + 

24F Micro Cable

Installed 4 Way 12/10 Duct + 

24F Micro Cable

Installed Rhi-node 400 Hand 

Hole

Splicing diagram: Feeder Cable 02

Feeder Cable 02 – 24F Feeding 

Core Box #3, #4

12 Fibre leading into Core 

Box 1:16 Way splitter inside 

Access Box1:16 Way 
splitter 
Input

Fiber 1 Tube 1 of 
FC02 to 1:16 Way 

splitter input
F1

F2

F3

F4

F5

F6

F7

F8

F9

F10

F11

F12

Tube 1

Open Fibre 

Core Box

03

Open Fibre 

Access Box

03

Output 2

Output 3

Output 4

Output 5

Output 6

Output 7

Output 8

Output 9

Output 10

Output 1

Output 11

Output 12

Output 13

Output 14

Output 15

Output16

1
:1

6
 W

a
y
 S

p
litte

r (0
3
)

Drop Cable 14_Fibre 1_Sh37 Akon Fashion

Drop Cable 15_Fibre 1_Sh38 Cutting Edge Hair & Beauty

Drop Cable 16_Fibre 1_Sh39 Emecosent

Drop Cable 17_Fibre 1_Sh 23 Pep

Drop Cable 18_Fibre 1_Sh 22 New Look Cosmetics

Drop Cable 19_Fibre 1_Sh M2/M3/M4 Russels

Drop Cable 20_Fibre 1_Sh 23B FPS Properties

Drop Cable 21_Fibre 1_Sh 40 Budget Loans

Drop Cable 22_Fibre 1_Sh 41 Finance Station

Drop Cable 23_Fibre 1_Sh M1 Reuabled

Drop Cable 24_Fibre 1_Sh M23 African Bank

Drop Cable 25_Fibre 1_Sh M22 SA Cellular

Drop Cable 26_Fibre 1_Sh M21 Munal Photo & Computer

Drop Cable 27_Fibre 1_Sh M24/M25 Full House

Drop Cable 28_Fibre 1_Sh M18 Jet

SPARE

Open Fibre 

42U Cabinet

 Patch Lead to be installed in between Core and Access Box

12 Fibre leading into Core 

Box 1:16 Way splitter inside 

Access Box1:16 Way 
splitter 
Input

Fiber 1 Tube 2 of 
FC02 to 1:16 Way 

splitter input
F1

F2

F3

F4

F5

F6

F7

F8

F9

F10

F11

F12

Tube 2

Open Fibre 

Core Box

04

Open Fibre 

Access Box

04

Output 2

Output 3

Output 4

Output 5

Output 6

Output 7

Output 8

Output 9

Output 10

Output 1

Output 11

Output 12

Output 13

Output 14

Output 15

Output16

1
:1

6
 W

a
y
 S

p
litte

r (0
4

)

Drop Cable 29_Fibre 1_KFC

Drop Cable 30_Fibre 1_Sh31/32/33 Sonawis Trading

Drop Cable 31_Fibre 1_Sh34 Cash Connexion

Drop Cable 32_Fibre 1_Sh35 Dr De Wet s Surgery

Drop Cable 33_Fibre 1_Sh36 Akon Fashion

Drop Cable 34_Fibre 1_Sh29/30 Amasing Store

Drop Cable 35_Fibre 1_Sh28B Standard Bank

Drop Cable 36_Fibre 1_Sh28A2 Old Mutual

Drop Cable 37_Fibre 1_Sh N3.8 Jawits Properties

Drop Cable 38_Fibre 1_Sh N3.7 Shoelettes

Drop Cable 39_Fibre 1_Sh N3.6 Mr Price

Drop Cable 40_Fibre 1_Sh N3.5 Eye Save

Drop Cable 41_Fibre 1_Sh N3.4 Speed Trainer

Drop Cable 42_Fibre 1_Sh N3.3 Pam Golding

Drop Cable 43_Fibre 1_Sh N3.2 Capitec Bank

SPARE

 Patch Lead to be installed in between Core and Access Box
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Installed Core Box

Installed Access Box

Installed 42U Cabinet 42U Installed 2 Way 12/10 Duct

Installed 4 Way 12/10 Duct

Installed 50mm PVC Pipe

Installed 12 Way 8/5 drop duct

24F Micro Cable

Installed 2 Way 12/10 Duct + 

24F Micro Cable

Installed 4 Way 12/10 Duct + 

24F Micro Cable

Installed Rhi-node 400 Hand 

Hole

1

6 7 9

5

8

2 3

10

Photo Overview

4


	Open Fibre_As-Built_Eerste Rivier Mall_2022-06-22(Rev01).vsdx
	Details
	Ducting Overview for Feeder Cable 1 and 2
	Ducting and Fibre Overview
	Shop Overview
	Splicing diagram: Feeder Cable 01
	Page-7
	Photo Overview


